With the rapid development of industry, more fossil energy is consumed to generate electricity, which increases carbon emissions and aggravates the burden of environmental protection. To reduce carbon emissions, traditional centralized power generation networks are transforming into distributed renewable generation systems. However, the deployment of distributed generation systems can affect power system economy and stability. In this paper, under different time scales, system economy, stability, carbon emissions, and renewable energy fluctuation are comprehensively considered to optimize battery and super-capacitor installation capacity for an off-grid power system. After that, based on the genetic algorithm, this paper shows the optimal system operation strategy under the condition of the theoretical best energy storage capacity. Finally, the theoretical best capacity is tested under different renewable energy volatility rates. The simulation results show that by properly sizing the storage system's capacity, although the average daily costs of the system can increase by 10%, the system's carbon emissions also reduce by 42%. Additionally, the system peak valley gap reduces by 23.3%, and the renewable energy output's fluctuation range and system loss of load probability are successfully limited in an allowable range. Lastly, it has less influence on the theoretical best energy storage capacity if the renewable energy volatility rate can be limited to within 10%.
Introduction
With the rapid development of the distributed photovoltaic (PV) and the wind turbine systems, power system economy and stability are facing great challenges because of the uncertainty and fluctuation of renewable energy [1] [2] [3] . To solve this problem, distributed energy storage systems are installed to suppress renewable energy outputs fluctuation, reduce the peak and valley difference of a distributed power system, improve the matching degree of daily renewable energy outputs and loads, reduce the installation capacity of distributed fossil power generators, and minimize the total costs of a distributed network [4, 5] . However, due to the relatively high initial installation cost of the energy storage system, a large-scale installation of an energy storage system is difficult to achieve at present. Therefore, properly configuring energy storage capacity is crucial for improving the economy and stability of distributed power systems [6, 7] .
In recent years, many models have been proposed to optimize the installation capacity of a distributed energy storage system. However, by selecting different simulation time scales and optimization criterion, the results of the optimal capacity are quite different. In [8] [9] [10] [11] [12] , one hour is selected as the simulation time scale to configure the capacity of a distributed energy storage system. Among them, in [8] , the capacity of a distributed energy storage system is configured based on the redundant energy generated by renewable energy generators. In addition, to meet the peak demands of an isolated island, Kaldellis J.K et al [9] design the optimal energy storage capacity of PV systems according to system stability constraints. Similarly, system spinning reserve and the unit commitment problem are fully considered in [10] to estimate the ideal energy storage system capacity for both grid-connected and off-grid power systems. Moreover, Lee T. et al. sized system battery capacity, aiming at reducing the average yearly energy costs of users who have participated in time-of-use (TOU) tariffs [11] . Finally, and crucially, as the mainstream method of configuring energy storage capacity, battery capacity is designed on the basis of the capability of shaving peak demands [12] . In summary, an hour-based energy storage system configuring is commonly focused on improving system economy and security, but it usually neglects the dynamic characteristic of renewable generation.
To analyze the dynamic characteristic of renewable energy generation systems, one second is selected as the simulation cycle in [13] to configure the capacity of a flywheel battery hybrid energy storage system. However, Barelli L. et al. do not take system economy into account. Therefore, this paper is the first time that a battery and super-capacitor storage system is configured under multi-time scales while taking system economy, security, and the fluctuation of a renewable energy system into consideration.
After translating distributed energy storage system capacity configuration problems into multi-objective optimization problems, many scholars have applied different algorithms to solve the proposed problems. Chen S.X. et al [10, 14] use mixed-integer linear programming (MILP) to optimize the capacity and the operation strategy of energy storage systems for microgrids. Additionally, considering the efficiency and operation characteristics of the storage devices, dynamic programming is used in [15] to determine the optimal capacity of a vanadium redox battery (VRB). Moreover, some scholars use metaheuristic algorithms to find the optimal capacity of distributed system energy storage systems [16, 17] . The aforementioned papers have good performance on translating energy storage configuration problems into multi-objective optimization problems, generating a relatively high accuracy quantitative analysis, and revealing the best capacity and operation strategy of energy storage systems. However, these papers cannot directly point out the influence of different factors on the energy storage system configuration. Therefore, this paper firstly analyzes the key factors that can affect the installation capacity of distributed energy storage systems, and afterwards intuitively displays the key factors that can affect energy storage system installation capacity in a three-dimensional (3D) graph and carries out quantitative analysis.
To model renewable energy resource uncertainty and improve the accuracy of optimization results, the Monte Carlo method is extensively applied to study problems related to power system uncertainty. Liu W. et al. [18] use the pseudo-sequential Monte Carlo simulation to model the uncertainty of PV outputs, and it also combines the intelligent state space reduction to evaluate the economic performance of a power system with PV installation. In addition, based on the state sampling non-sequential Monte Carlo simulation and the DC load flow-based load curtailment model, Bakkiyaraj R.A. et al. simulated the random fault of the power system, and put forward a power system reliability evaluation method [19] . Also, by using the Monte Carlo method to simulate unbalanced voltage and then analyzing the effects of unbalanced voltage on PV hosting capacity, the hosting capacity of PV in different regions was shown in [20] . Moreover, the Monte Carlo method was used to simulate the uncertainty of wind power generation and users' electric vehicle charging behaviors in [21] . In this paper, a joint operation model is proposed to decrease the high uncertainty of a wind power system by centralizing electric vehicle charging stations. In [18] [19] [20] [21] , the Monte Carlo method was successfully used to model the uncertainty of power systems, but this method has some limitations, such as for example, high complexity and low computation efficiency. In order to avoid the limitations of the Monte Carlo method, factors (excluding the uncertainty of renewable energy resource) that can affect energy storage system installation capacity are comprehensively considered when sizing hybrid energy storage systems. Then, by defining two indexes, wind speed volatility and solar irradiance volatility, the influence of renewable energy resource uncertainty on the proposed storage system is evaluated. This approach significantly reduces computation complexity. The main contributions of this article can be summarized as follows. (1) In the view of different time scales, this paper analyzes the renewable generation and load characteristics of a distributed power system, puts forward a high-precision storage capacity configuration method for a place with relatively stable meteorology, and optimizes the proposed model by using the genetic algorithm (GA). (2) By comprehensively considering the limitations of carbon emissions, costs, and the hybrid energy storage system installation capacity, this paper shows the relationship among the super-capacitor installation capacity, the battery installation capacity, and the average daily energy costs of the system in a 3D graph. Then, it generates a region of feasible hybrid energy storage system installation capacity in the 3D graph, and meanwhile reveals the influence of carbon emissions and daily energy cost on energy storage system installation capacity in a straightforward way. (3) The volatility of wind speed and solar irradiance are introduced at last to evaluate the anti-interference capability of the proposed hybrid energy storage system.
Modeling of Distributed Power System
This section first introduces the structure of a typical distributed power system. Subsequently, the output power and carbon emissions models of all of the energy carriers in a typical distributed power system will be demonstrated in sequence.
The Structure of a Typical Distributed Power System
As shown in Figure 1 , a distributed power system is composed of a distributed generation system, a hybrid energy storage system, and the loads. Distributed generation mainly includes two parts: the distributed renewable energy generation and the fossil energy generation. As two typical types of renewable energy, wind power and PV are extensively installed in distributed power systems because of their environmental friendliness and easy maintenance characteristics. However, both of their outputs can be greatly influenced by the weather, which may cause network power fluctuation and bring harm to the safety operation of the power grid [22] [23] [24] . Therefore, in distributed power systems, a fossil energy generation system is usually equipped to alleviate renewable energy system output power fluctuation. In the following sections, the diesel generator will be used as an example to show the mathematical output power and carbon emissions models of a fossil energy generator equipped in the proposed power system. A distributed energy storage system, as the most important part of distributed power systems, is commonly used to shave peak demand, improve the renewable energy penetration rate, and smooth the renewable generation output power curve. However, as mentioned in the introduction, when different optimization time scales are selected, the meteorology (fluctuation characteristics) and the strong uncertainty of distributed power systems can cause different optimal results of energy storage installation capacity and operation strategy. Previous studies have preferred to take local meteorology characteristics as the key factor and select a longer time scale (for example: hour-based optimization) to configure the capacity of an energy storage system and optimize the operation of the energy storage system, which ignores the strong uncertainty (minute-based optimization) of the distributed generation [25, 26] . Therefore, by taking the uncertainty and meteorology characteristics of the distributed power system into account, this paper introduces a super-capacitor and battery hybrid energy storage system to optimize the energy storage installation capacity and operation strategy.
As the end of distributed power system, the loads section is also an important part of power systems. There are many ways to classify the loads, such as AC and DC loads, uncontrollable and controllable loads, etc. In this paper, in order to optimize the energy storage system configuration and provide feasible operation strategies, this paper only monitors the active power of the distributed power system and weakens the load classification. 
Modelling of Distributed Energy Carriers

Distributed Renewable Power Generation System
As shown in Figure 1 , as one of the most important part of the distributed power system, the wind turbine system and PV system play a critical role in reducing carbon emissions and system operational costs, which accelerates the pace of the installation of renewable energy generators. However, the installation of renewable generators can increase system uncertainty, which may affect the stable operation of a power system. Therefore, it is better to clearly analyze the key factors that can affect the output power of renewable energy generators.
As reported by [27] , the output power of a wind turbine system (PW) is mainly constrained by actual wind speed (v), blade area (A), wind turbine system efficiency (ηW), and air density (ρ), and its mathematical expression can be represented as follows:
where vin and vout are the cut-in speed and cut-out speed of a wind turbine system, respectively. For a distributed wind turbine system, the cut-in speed is about 3 m/s, and is saturated near 10 m/s.
As for the PV system, its output power (PPV) is strictly influenced by the ambient temperature (Tamb) and equivalent solar irradiance (R), which can be expressed as [28] :
where:
In Equations (2) and (3), PPV,STC is the maximum power under the standard test condition, RSTC represents the solar irradiance level under the standard test condition, γ is a coefficient, and Tr, Ta, 
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As reported by [27] , the output power of a wind turbine system (P W ) is mainly constrained by actual wind speed (v), blade area (A), wind turbine system efficiency (η W ), and air density (ρ), and its mathematical expression can be represented as follows:
where v in and v out are the cut-in speed and cut-out speed of a wind turbine system, respectively. For a distributed wind turbine system, the cut-in speed is about 3 m/s, and is saturated near 10 m/s. As for the PV system, its output power (P PV ) is strictly influenced by the ambient temperature (T amb ) and equivalent solar irradiance (R), which can be expressed as [28] :
In Equations (2) and (3), P PV,STC is the maximum power under the standard test condition, R STC represents the solar irradiance level under the standard test condition, γ is a coefficient, and T r , T a , and T NOC are the reference temperature of the PV cells, the actual temperature of PV cells, and the temperature of PV cells under the normal operating condition, respectively.
It can be concluded from Equations (1) and (2) that the output power of a wind turbine system and a PV system is primarily limited by the wind speed and the solar irradiance. However, the strong uncertainty of wind speed and solar irradiance can break the balance between power supply and demands, which can finally lead to power system outage. Therefore, many scholars have tried to develop complicated mathematical models to predict wind speed and solar irradiance in a more accurate way when sizing energy storage system capacity or optimizing system power flow, but this can increase the complexity of computation to some extent. To ease the process of predicting wind speed and solar irradiance, this paper first sizes hybrid energy storage system capacity by not considering the uncertainty of renewable energy. Then, it defines the maximum wind speed volatility (v v ) and solar irradiance volatility (R v ) to represent the uncertainty of renewable generation. Finally, it uses these two variables to evaluate the anti-interference capacity of the proposed storage system (i.e., maximum acceptable renewable energy resource volatility for the designed hybrid energy storage system). In other words, this paper first sizes the energy storage system capacity, and then evaluates the influence of renewable generation uncertainty on the proposed storage system.
The mathematical expressions of wind speed volatility and solar irradiance volatility are defined as follows:
In Equations (4) and (5), α w and α s are coefficients of wind speed volatility and solar irradiance volatility, respectively, while v h and R h represent the historical wind speed and historical solar irradiance, respectively. Equations (4) and (5) show that both wind speed volatility and solar irradiance volatility have lower limits and upper limits, and that their lower limits and upper limits are directly related to the maximum volatility coefficients and the historical data of wind speed and solar irradiance. To evaluate the influence of renewable energy resource uncertainty on the proposed storage system, the modified wind speed and solar irradiance can be expressed with the summation of their historical data and their volatility values. However, it is worth noting that the modified wind speed and solar irradiance cannot be a negative value; therefore, it is necessary to limit the minimum values of the modified wind speed and solar irradiance. Equations (6) and (7) are the mathematical expressions of modified wind speed (v ) and solar irradiance (R ):
Since the carbon dioxide emissions are relatively low (about 20 g/kWh) for the PV system [29] and even less for the wind turbine system, the carbon emissions of the proposed renewable energy generation system are neglected in this paper.
Distributed Diesel Generator System
A small-scaled diesel generator system is widely deployed in distributed power systems because of its strong controllability, flexibility, high energy efficiency, and adaptability to different environments. For a distributed system, especially an off-grid system, the installation of distributed diesel generators can significantly reduce the system loss-of-load probability (LOLP), which will potentially improve system reliability. The mathematical expression of a diesel generator output power (P d ) can be written as:
where η d is the energy conversion efficiency of the diesel generator, and P din represents the input power of the diesel generator. In this situation, the carbon emissions of the diesel generator (CO 2 (P d )) can be expressed as follows:
where a, b, and c, the carbon emission coefficients, are respectively assigned the values of 28.144, 1.728, and 0.0017 in this paper [29] .
Distributed Energy Storage System
There are two main types of energy storage devices: the power-type storage devices and the energy-type storage devices. Compared with the energy-type storage devices, the power-type storage devices have a faster response time and a longer lifespan [30, 31] . They are widely used in renewable energy generation systems to smooth the output power of wind turbine and PV systems. The super-capacitor, one of the most mature power-type storage devices, is extensively used to stabilize power system fluctuation [32] , whose maximum output power (P scmax ) can be expressed as:
V sc is the terminal voltage of the super-capacitor, and i scmax means the maximum output current of the super-capacitor. In order to achieve its maximum output power, the capacity of the super-capacitor (Q sc ) should meet the following requirement:
In Equations (11) and (12), i represents the average current, dV is the difference between the maximum operation voltage and the minimum operation voltage of the super-capacitor system, dt is the time of discharge, τ means the time constant, and i scmin refers to the minimum output current of the super-capacitor.
Unlike the power-type storage devices, the energy-type storage devices have the advantages of longer storage time and larger energy storage capacity. Lead-acid batteries, as the most mature energy-type storage devices, are widely applied to shave the peak demand in a power system [33] , whose maximum output (P bmax ) can be expressed as:
where V b is the terminal voltage of the battery system, and i bmax means the maximum output current of the battery. In order to improve battery lifespan, the maximum output current of the battery is limited by the installation capacity of the battery. Therefore, the initial capacity of the battery (Q b ) can be described as [33] :
where β represents the maximum discharge current coefficient of the battery.
Since the distributed hybrid energy storage system (super-capacitor and battery) does not consume fossil energy and exhaust carbon dioxide, the carbon emissions of a hybrid energy storage system are ignored in this paper.
System Optimization
In this paper, the power system optimization problem is translated into a multi-time dimension (on the hour level and minute level) optimization problem that relates to the coordinated operation of wind power, PV, energy storage, and loads.
Objective Function
This paper comprehensively considers renewable generation uncertainty, power system security, and the carbon emissions of fossil generation, and then optimizes the hybrid energy storage installation capacity with the goal of minimum generation cost.
where E W , E PV , and E d are the electrical energy generated by wind power, a PV system, and diesel generators, respectively. C W , C PV , and C d represent the levelized cost of energy (LCOE) of a wind turbine system, PV system, and diesel generator system. It is worth noting that the LCOE considers various factors such as the depreciation of the system fixed assets, the operating costs of the project, the maintenance costs, and so on. Therefore, the LCOE can be used to represent the total costs of generating per-unit electricity (kWh) of different energy sources. Equation (16) is the mathematical expression of LCOE:
where I i is the investment expenditures in the year i, M i is the operations and maintenance expenditures in i, and F i and E i are the fuel expenditures and electricity generation in i, respectively. s represents the discount rate, and n is the expected plant lifetime.
Constraints
Equality Constraints
• Power Balance
To keep the balance of power supply and demands, the outputs of a renewable power generation system, diesel generator system, and hybrid energy storage system (P HS ) should meet the loads (P L ):
It is worth noting that the value of P HS is positive if the hybrid energy system is discharged, and it is negative when it is charged. To keep power system security operation, the power balance constraint should always be satisfied. However, in the worst case, energy provided by the distributed generation system and the hybrid energy storage system cannot meet the loads, which makes the power system take a risk of loss of load. The mathematical expression of the loss-of-load probability (LOLP) can be written as:
In Equation (17), T is the overall simulation period, and t L>S is the loss-of-load period.
Inequality Constraints
• Carbon Emission Constraint
In order to strictly control carbon dioxide emissions and reduce greenhouse gas outputs, carbon emissions need to be lower than the maximum carbon emissions (CO 2max ): (19) •
Loss of Load Constraint
The increase of system loss of load probability will reduce system security. Therefore, the LOLP should be restricted to its maximum acceptable range (LOLP max ):
LOLP ≤ LOLP max (20) • Battery State-of-Charge (SOC) Constraint
In order to extend the lifespan of battery system, the SOC of the battery should be set as:
where [34] :
Discharging
In Equations (20) and (21), SOC min , SOC max , SOC(t), and SOC(t − 1) are the minimum SOC, the maximum SOC, battery SOC at time t, and battery SOC at at time t − 1, respectively. η b and η c represent the nominal cycle efficiency of the battery system and the nominal efficiency of the power conversion system. P bc and P bd are the charge power of the battery system measured in AC before the AC/DC conversion stage, and the discharge power of the battery system measured in the AC after the DC/AC conversion stage. τ is the dimension of the time period t, and SDR is the self-discharge of the storage system.
•
Renewable Generation Fluctuation Constraint
The fluctuation characteristics of wind speed and solar irradiance can lead to renewable system output power fluctuation. This paper takes one minute as the simulation step size, and defines that in order to keep the renewable system output power fluctuation within the certain range in a time period (∆t), the renewable power fluctuation rate (γ 1 ) of the renewable system should be limited to:
In Equation (23), γ max is the maximum renewable power fluctuation rate. P W (t), P PV (t), P W (t + ∆t), and P PV (t + ∆t) represent the outputs of the wind turbine and PV systems at the time of t and t + ∆t, respectively. P WR and P PVR are the rated power of the wind turbine and PV systems.
• Power System Peak Shaving Constraint Similar to the wind speed and solar irradiance, power system loads also fluctuate. However, it is important to consider that a distributed power system normally contains a variety of loads, and the use of these loads can be affected by many reasons, rather than a single reason. Therefore, power system loads may not change frequently. In this situation, many papers select a longer time scale (at the hour level) to optimize the capacity of a battery storage system. At this point, the research focuses on limiting the system peak valley difference. Equation (24) is the constraint of power system peak shaving:
In Equations (24) and (25), θ max is the maximum allowance of the power system peak and valley difference. Meanwhile, P Lmax , P Lmin , and P Laver are the maximum loads, minimum loads, and average loads of a power system.
Optimization Algorithm
Since the GA is an effective algorithm to deal with single objective and multi-objective optimization problems, and it has clearly advantages when used to solving discontinuous and nonlinear problems [35] , the GA is widely used to optimize power system configuration. Compared with other optimization algorithms, the GA can give more accurate results, although this method needs many iterations and has a relatively long computation time.
As the key step of implementing the GA, the selection of chromosomes (individuals), selection, crossover, and mutation play a decisive role in improving the accuracy of the optimization results and accelerating the speed of computation. To balance the speed and the accuracy of calculation, this paper selects 20, 0.6 and 100 as the population size, crossover fraction and generations (stopping criteria), respectively. Figure 2 is a flow diagram to show the step of the optimizing hybrid energy storage system installation capacity based on the proposed GA.
In Equations (24) and (25), θmax is the maximum allowance of the power system peak and valley difference. Meanwhile, PLmax, PLmin, and PLaver are the maximum loads, minimum loads, and average loads of a power system.
As the key step of implementing the GA, the selection of chromosomes (individuals), selection, crossover, and mutation play a decisive role in improving the accuracy of the optimization results and accelerating the speed of computation. To balance the speed and the accuracy of calculation, this paper selects 20, 0.6 and 100 as the population size, crossover fraction and generations (stopping criteria), respectively. Figure 2 is a flow diagram to show the step of the optimizing hybrid energy storage system installation capacity based on the proposed GA. According to θ max and Equations (13), (14) and (25) 
Case Study
In this paper, a small community in China with a peak demand of 4.5 MW is analyzed. In this community, a distributed PV generation system, a wind turbine system, and diesel generators are installed. Additionally, this community works on the off-grid operation mode. Moreover, in order to meet the basic requirements of the operational cost of the community, smooth the renewable generation and the loads curves, reduce the carbon emissions, and improve the system security (reduce the LOLP rate), this paper focuses on optimizing the installation capacity of a battery super-capacitor energy storage system. Figure 3 shows the average yearly load curve of the proposed community on an hour-based time scale. Figure 4 is the meteorological data of this region, which includes the average yearly wind speed and solar irradiance. It is worth noting that the main body of Figure 4 (hour-based) shows the variation tendency of wind speed and solar irradiance, and two peripheral diagrams in Figure 4 (minute-based) are used to illustrate the uncertainty of renewable energy.
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In this paper, a small community in China with a peak demand of 4.5 MW is analyzed. In this community, a distributed PV generation system, a wind turbine system, and diesel generators are installed. Additionally, this community works on the off-grid operation mode. Moreover, in order to meet the basic requirements of the operational cost of the community, smooth the renewable generation and the loads curves, reduce the carbon emissions, and improve the system security (reduce the LOLP rate), this paper focuses on optimizing the installation capacity of a battery supercapacitor energy storage system. Figure 3 shows the average yearly load curve of the proposed community on an hour-based time scale. Figure 4 is the meteorological data of this region, which includes the average yearly wind speed and solar irradiance. It is worth noting that the main body of Figure 4 (hour-based) shows the variation tendency of wind speed and solar irradiance, and two peripheral diagrams in Figure 4 (minute-based) are used to illustrate the uncertainty of renewable energy. According to the LCOE published by State Electricity Regulatory Commission, C W , C PV , and C d are assigned the value of 10 US cents/kWh, 14 US cents/kWh, and 6 US cents/kWh in this paper, respectively [36] . Considering the constraint of space, the installation capacity of the PV and wind turbine systems should be no more than 2 MW and 1 MW, respectively. In addition, in order to reduce the LOLP rate, the LOLP max is set as 5%. Moreover, in order to extend the battery lifespan, the maximum discharge current coefficient of the battery β is assigned to 1, the nominal cycle efficiency of the battery system is set as 90% [27] , SDR is set as 0.1%, and the nominal efficiency of the power conversion system is set as 99%. Finally, the energy efficiency of the diesel generators is 40% [37] . The following results are acquired by implementing MATLAB (R2016b, MathWorks company, Nettie, MA, USA) Simulation. Figure 5a shows the relationship among the battery installation capacity, the super-capacitor installation capacity, and the average daily generation cost of the distributed power system. In order to clearly reveal the factors that can affect the installation capacity of the hybrid energy storage system, Figure 5b magnifies the surface of Figure 5a for further analysis.
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(a) (b) Figure 5 . The relationship among the battery installation capacity, the super-capacitor installation capacity, and the average daily generation cost of the distributed power system: (a) an overview; (b) in a detailed version.
As shown in Figure 5a , with the increase of battery and super-capacitor installation capacity, the more electrical energy can be provided by renewable generators to reduce carbon emissions. However, with the increase of renewable generation, the daily energy cost of the distributed power system will increase correspondingly. This is because the power generated by the renewable system has a higher LCOE compared with the diesel generator. Additionally, Figure 5a shows that by increasing the hybrid energy installation capacity, the average daily generation cost of the system increases from 5166.1 U.S. dollars to 5864.9 dollars, which is a 13.5% increase. Figure 5b shows the constraints of the carbon emissions, the average daily generation cost, the renewable energy fluctuation, and the LOLP rate when sizing the battery and super-capacitor capacity. L1 shows that the minimum capacity of the super-capacitor is limited by the fluctuation of renewable energy. To smooth the outputs of renewable generation, the capacity of the supercapacitor should be no less than L1. L2 mainly reflects that the battery needs to provide enough spinning reserve to reduce the LOLP rate of the system. L3 and L4 reveal that the total capacity of the hybrid energy storage can be tremendously limited by the maximum allowance of the average daily generation cost and the carbon emissions. Due to the aforementioned limitations, the green area in Figure 5b is the only feasible scope of the hybrid energy storage system capacity. Finally, considering As shown in Figure 5a , with the increase of battery and super-capacitor installation capacity, the more electrical energy can be provided by renewable generators to reduce carbon emissions. However, with the increase of renewable generation, the daily energy cost of the distributed power system will increase correspondingly. This is because the power generated by the renewable system has a higher LCOE compared with the diesel generator. Additionally, Figure 5a shows that by increasing the hybrid energy installation capacity, the average daily generation cost of the system increases from 5166.1 U.S. dollars to 5864.9 dollars, which is a 13.5% increase. Figure 5b shows the constraints of the carbon emissions, the average daily generation cost, the renewable energy fluctuation, and the LOLP rate when sizing the battery and super-capacitor capacity. L 1 shows that the minimum capacity of the super-capacitor is limited by the fluctuation of renewable energy. To smooth the outputs of renewable generation, the capacity of the super-capacitor should be no less than L 1 . L 2 mainly reflects that the battery needs to provide enough spinning reserve to reduce the LOLP rate of the system. L 3 and L 4 reveal that the total capacity of the hybrid energy storage can be tremendously limited by the maximum allowance of the average daily generation cost and the carbon emissions. Due to the aforementioned limitations, the green area in Figure 5b is the only feasible scope of the hybrid energy storage system capacity. Finally, considering that the installation costs of super-capacitor is far more expensive than that of the battery, it is preferable to choose point P as the best capacity of the hybrid energy storage system. Table 1 is the optimization results of the battery and super-capacitor installation capacity, the average daily carbon emissions, and the average daily generation cost of the proposed system at point P. Figures 6 and 7 show the optimal operation strategy of the distributed power system. More specifically, Figure 6 illustrates the output curves of all of the energy generators, and Figure 7 reveals the output of the energy storage system and the equivalent demands of the proposed community after installing the battery. that the installation costs of super-capacitor is far more expensive than that of the battery, it is preferable to choose point P as the best capacity of the hybrid energy storage system. Table 1 is the optimization results of the battery and super-capacitor installation capacity, the average daily carbon emissions, and the average daily generation cost of the proposed system at point P. Figures 6 and 7 show the optimal operation strategy of the distributed power system. More specifically, Figure 6 illustrates the output curves of all of the energy generators, and Figure 7 reveals the output of the energy storage system and the equivalent demands of the proposed community after installing the battery. Table 1 . Summary of optimal system operation parameters of point P. As shown in Table 1 , given that the terminal voltage of the hybrid energy storage system is 220 V, the optimal capacity of the battery and super-capacitor are 10.92 kAh and 495.87 F, respectively. In this situation, the minimum daily energy cost and the carbon emissions of the proposed community can be successfully limited to under 5800 U.S. dollars and 1.7 ton, respectively. Compared with point Q (shown in Figure 5b ), the average daily generation cost of the system increases by about 10%, but meanwhile, the carbon emissions of the system reduce by 42%. As shown in Table 1 , given that the terminal voltage of the hybrid energy storage system is 220 V, the optimal capacity of the battery and super-capacitor are 10.92 kAh and 495.87 F, respectively. In this situation, the minimum daily energy cost and the carbon emissions of the proposed community can be successfully limited to under 5800 U.S. dollars and 1.7 ton, respectively. Compared with point Q (shown in Figure 5b ), the average daily generation cost of the system increases by about 10%, but meanwhile, the carbon emissions of the system reduce by 42%. Figure 7 . Real-time battery output power (positive represents discharging) and regulated loads ("regulated loads" is defined as "original loads minus hybrid energy system output"). Figure 6 reveals that with the increase of the battery capacity, the installation capacity of the distributed PV and wind turbine systems increase as well. At point P, the installation capacity of the PV and the wind turbine systems have reached their saturation values, which are 2 MW and 1 MW, respectively. In addition, the installed battery system can cooperate with diesel generators to shave system peak demands and fill system valleys, which can reduce diesel generator installation capacity and make full use of the capacity. Moreover, the installed super-capacitor system has a good ability to suppress the fluctuation of renewable energy generation, and thus effectively reduces the frequency and the amplitude of the renewable energy output fluctuation (as shown by Z1 and Z2 in Figure 6 ).
System Optimal Operation Strategy of Point P
Comparing Figure 7 with Figure 3 shows that the peak-valley difference of the network reduces from 3 MW (at point Q) to 2.3 MW (at point P), which is a 23.3% reduction. This proves that system demands can be smoothed by increasing the battery capacity. Meanwhile, Figure 7 also shows that the off-grid mode and the insufficient capacity of energy generators can lead to system loss-of-load, but the newly designed hybrid energy storage system can control the LOLP rate within 5%, which can meet the requirements of the community.
The Influence of Renewable Energy Volatility on the Proposed Energy Storage System
In order to demonstrate the influence of renewable energy volatility on the proposed energy storage system, the red and blue solid lines shown in Figure 8 are used to represent the system average daily generation cost under different renewable energy volatility rates for the best case (i.e., the wind speed and light intensity tend to increase at most of time during the day) and the worst case (i.e., the wind speed and light intensity tend to decrease at most of the time during the day), respectively. Similarly, the red and blue dashed lines are used to represent system LOLP under different renewable energy volatility rates for the best case and the worst case, respectively.
As shown by the red lines, for the best case, with the increase of the renewable generation volatility coefficients, the outputs of the renewable energy and the average daily generation cost will gradually increase as well. However, due to the capability limitation of the renewable generation system, most of the time, the outputs of the renewable generation system can reach saturation value, after the fluctuation rate reaches 30%. Meanwhile, the average daily generation cost is close to saturation, and its growth rate will reduce. In addition, as the renewable generation increases, the system can improve its ability to cope with the system's peak load, which eventually reduces the system's LOLP. . Real-time battery output power (positive represents discharging) and regulated loads ("regulated loads" is defined as "original loads minus hybrid energy system output"). Figure 6 reveals that with the increase of the battery capacity, the installation capacity of the distributed PV and wind turbine systems increase as well. At point P, the installation capacity of the PV and the wind turbine systems have reached their saturation values, which are 2 MW and 1 MW, respectively. In addition, the installed battery system can cooperate with diesel generators to shave system peak demands and fill system valleys, which can reduce diesel generator installation capacity and make full use of the capacity. Moreover, the installed super-capacitor system has a good ability to suppress the fluctuation of renewable energy generation, and thus effectively reduces the frequency and the amplitude of the renewable energy output fluctuation (as shown by Z 1 and Z 2 in Figure 6 ).
As shown by the red lines, for the best case, with the increase of the renewable generation volatility coefficients, the outputs of the renewable energy and the average daily generation cost will gradually increase as well. However, due to the capability limitation of the renewable generation system, most of the time, the outputs of the renewable generation system can reach saturation value, after the fluctuation rate reaches 30%. Meanwhile, the average daily generation cost is close to saturation, and its growth rate will reduce. In addition, as the renewable generation increases, the system can improve its ability to cope with the system's peak load, which eventually reduces the system's LOLP. Similarly, as shown by the blue lines, for the worst case, with the increase of the renewable generation volatility coefficients, the outputs of renewable energy will reduce, and more electrical power will be provided by diesel generators. Since the LCOE of the diesel generators is much lower than that of the renewable energy generators, the average daily generation cost of the system will reduce significantly. It is worth noting that the average daily generation cost reduces faster after the volatility reaches 40%. This is because when the wind speed and solar irradiance are less than their threshold values, the outputs of renewable energy will reduce to zero immediately, rather than realizing a smaller value. In addition, due to the rapid reduction of renewable generation, the system's peak demands cannot be supplied by diesel generators, which results in a significant increase of system LOLP.
Therefore, the designed capacity of the hybrid energy storage system can properly cope with climatic change. In other words, if the renewable energy volatility rate can be limited to within 10%, the stability and economy of the distributed network will not be significantly affected. However, when the renewable energy volatility rate increases to more than 20%, the optimal capacity of the energy storage system presented in this paper cannot guarantee the reliability of the off-grid system.
Conclusions
In order to suppress the fluctuation of the distributed renewable generation system and reduce the influence of its uncertainty on distributed power systems, this paper comprehensively considers system economy, stability, carbon emissions, and renewable energy fluctuation, and then calculates the theoretical feasible installation capacity of the hybrid distributed energy storage system. Meanwhile, based on the genetic algorithm and the manufacturing prices of the super-capacitor and battery, this paper selects the best capacity for the hybrid energy storage system. After that, this paper shows the optimal operation strategy for the distributed generation system, the energy storage system, and the loads under the condition of the theoretical best energy storage capacity. Finally, this paper analyzes the influence of renewable energy volatility (i.e., renewable energy volatility coefficient α) on system economic and stable operation under the proposed hybrid energy storage capacity.
The simulation results show that for a region with a relatively stable climate, with the increase of the hybrid energy storage capacity, the installation capacity of the renewable energy system also increases, which will reduce the carbon emissions and increase the average daily generation cost. However, due to the space limitation of the community, the average daily generation cost tends to be saturated when the installation capacity of the renewable energy is saturated. For the proposed off- Similarly, as shown by the blue lines, for the worst case, with the increase of the renewable generation volatility coefficients, the outputs of renewable energy will reduce, and more electrical power will be provided by diesel generators. Since the LCOE of the diesel generators is much lower than that of the renewable energy generators, the average daily generation cost of the system will reduce significantly. It is worth noting that the average daily generation cost reduces faster after the volatility reaches 40%. This is because when the wind speed and solar irradiance are less than their threshold values, the outputs of renewable energy will reduce to zero immediately, rather than realizing a smaller value. In addition, due to the rapid reduction of renewable generation, the system's peak demands cannot be supplied by diesel generators, which results in a significant increase of system LOLP.
The simulation results show that for a region with a relatively stable climate, with the increase of the hybrid energy storage capacity, the installation capacity of the renewable energy system also increases, which will reduce the carbon emissions and increase the average daily generation cost.
However, due to the space limitation of the community, the average daily generation cost tends to be saturated when the installation capacity of the renewable energy is saturated. For the proposed off-grid power system, the average daily generation cost can increase by 13.5% if the installed storage capacity varies from zero to its saturation value. Moreover, compared with not installing an energy storage system, the average daily generation cost can increase by 10% for a properly sized energy storage system. However, after installing an appropriate energy storage system, system carbon emissions reduce by 42%, and the peak valley gap reduces by 23.3%. In addition, the renewable energy fluctuation rate and system loss of load probability are successfully limited in an allowable range. Finally, if the renewable energy volatility rate can be limited to within 10%, the theoretical best energy storage capacity will not be seriously affected. On the contrary, if the renewable energy volatility rate exceeds 20%, the optimal capacity of the energy storage system presented in this paper cannot guarantee the reliability of the off-grid system. 
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